
LEDSTREAM ECO 16 Surface mount
instruction

Determine position of fitting, Drill 16mmØ hole for wiring
2mm inside of end of lamp unit final position.

Important

Maximum distance between fixings is

900mm and 100mm from the ends or

corners.

Using appropriate fasteners to suit the

mounting surface is the responsibility of

the installer.
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Connect 24V wiring and push lamp unit into place.

Installed.

1.

2.

3.

16mmO Hole

LS ECO Mounting Bracket

8 Gauge C/S Screw

O 16

2

55

Illuminated area is 10mm less than overall length of Lamp Unit
LED strips are avaialbale in 100mm increments
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