
fixings by others

tighten all 
set screws

remove 
relfector 
screws x 4

disconnect 
plug and 
socket

terminate 
power into 
provided 
terminal strip

replace 
relfector 
screws and 
diffuser
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For commercial and industrial use only, the light source contained in this luminaire shall only be replaced by the manufacturer or the service agent or similar qualified person.

Dimensions
w160- h90
Weight
5.4kg/mMEDIK 080 Eclipse DI · Mounting · Wall

Instruction Sheet


